




















PROPOSAL
DATE

3/21/2008

PROPOSAL#

669

NAME / ADDRESS

Coldwell Banker Best Properties
Niel Thomas
3000 C Street Suite 101
Anchorage, AK 99503

CWM Services
9580 Carlson Road
Anchorage, AK 99507-4324

PROJECT

Balfour

Thank you for your business. TOTAL

DESCRIPTION Cost

Winterize domestic plumbing system.  4 Plex with 4 water heaters, 4 laundry
rooms, 4 kitchens, and 4 bathrooms.

752.00

Winterize heating systems.  4 individual small  boilers.  Three with 2 loops and
one with a single loop.  All boiler repairs quoted on CWM services proposal #
670 must be completed prior to winterization of the heating system.

738.00

Install temporary water supply lines to all of  the boilers. 330.00

If boiler repairs are not completed by CWM Services add 100.00 to the cost of
this estimate for inspection of the boilers prior to winterization.  Boilers will not
be winterized unless all recommended repairs have been completed.

$1,820.00



PROPOSAL
DATE

3/21/2008

PROPOSAL#
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NAME / ADDRESS

Coldwell Banker Best Properties
Niel Thomas
3000 C Street Suite 101
Anchorage, AK 99503

CWM Services
9580 Carlson Road
Anchorage, AK 99507-4324

PROJECT

Balfour

The price quoted on this estimate is valid for 30 days. TOTAL

DESCRIPTION Cost

Boiler repairs necessary prior to winterization of the property:
Unit #1 -
1.  Replaced freeze damaged garage unit heater. 558.00

2.  Replace faulty boiler Filtrol tank. 87.00

3.  Replace leaking backflow preventer on the boiler water supply. 90.00

4.  Replace leaking gate valve on the boiler return piping.  Repair leaking solder
joint on the return piping from the garage unit heater at the boiler.

84.00

Unit #2 -
1.  Remove and clean excessively dirty boiler burners and pilot assembly.  Clean
area around the boiler and water heater. Check boiler operation and CO levels in
the vent.

75.00

2.  Replace 3/4" dielectric unions on the boiler supply and return with copper
thread adapters.

148.00

3.  Replace leaking boiler automatic air vent. 35.00

4.  Install secondary high limit control as required by code. 102.00

Unit #3 -
1.  Replace 2 leaking 1.25" dielectric unions on the boiler with copper thread
adapters.

160.00

2.  Replace faulty boiler Filtrol tank and Filtrol valve. 142.00

3.  Replace leaking pump flange gaskets. 51.00

4.  Replace leaking automatic air vent. 35.00

5.  Replace leaking boiler drain valve. 31.00

6.  Replace leaking boiler pressure relief valve. 69.00

7.  Replace leaking dielectric unions on the garage unit heater with copper thread
adapters..

133.00
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8.  Replace one leaking Purge valve on the boiler return piping. 31.00

9. Remove and clean dirty boiler burners and pilot assembly.  Clean area around
the boiler and water heater.

75.00

10. Install secondary high limit control on the boiler as required by code. 102.00

Unit #4 -
1.  Replace two leaking 1.25" dielectric unions on the boiler with copper thread
adapters.

160.00

2.  Replace faulty boiler Filtrol tank and Filtrol valve. 142.00

3.  Replace leaking boiler pump flange gaskets. 51.00

4.  Replace leaking boiler automatic air vent. 35.00

5.  Replace leaking boiler drain valve. 31.00

6.  Replace leaking boiler pressure relief valve. 69.00

7.  Replace leaking dielectric unions on the garage unit heater with copper thread
adapters.

133.00

8.  Remove and clean excessively dirty boiler burners and pilot assembly.  Clean
area around the boiler and water heater.

75.00

9. Install secondary high limit control on the boiler as required by code. 102.00

All repairs listed must be completed prior to winterization of the 4 boilers and
heating systems.  All leaks must be repaired, Propylene glycol is flammable.  The
three boilers that need cleaning are VERY dirty.
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Repair freeze damaged water piping in the walls.  Reconnect the water heater
and test the heater for possible freeze damage, new valves will be installed on
both sides of the heater.  Sheetrock and possibly tile will have to be removed to
make repairs.    No paint, sheetrock, or tile repairs included.  No repairs to the
jetted tub pump or piping for the jets on the tub included in this price, if
necessary.

635.00

If the water heater needs replacement, a separate quote will be provided.

$635.00
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